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SCALE:  1/8" = 1'-0"
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FIRST FLOOR PLUMBING DEMOLITION PLAN

SHEET NOTES:

REMOVE EXISTING SINK. EXTEND
EXISTING WATER, WASTE, AND
VENT LINES TO USE FOR NEW SINK.

REMOVE EXISTING SINK, WASTE,
VENT AND WATER PIPING. RE-USE
EXISTING PIPING FOR NEW SINK.

REMOVE EXISTING FAUCETS,
WASTE, VENT, WATER PIPING
SERVING ISLAND SINKS. CAP
UNDER FLOOR.

REMOVE EXISTING GAS PIPING AND
CABINET TOP GAS TURRETS. CAP
PIPING UNDER FLOOR.

EXISTING WASTE, VENT, WATER
AND GAS PIPING SHALL BE
DISCONNECTED FROM EXISTING
SINK AND RECONNECTED TO NEW
SINK IN SAME LOCATION.

REMOVE EXISTING SINK, CABINET,
WASTE, VENT AND WATER PIPING.
CAP PIPING INSIDE WALL OR
UNDER FLOOR.
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SCALE:  1/8" = 1'-0"
SECOND FLOOR PLUMBING DEMOLITION PLAN
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SHEET NOTES:

REMOVE COMPRESSED AIR, WATER,
AND GAS PIPING ABOVE TABLE TOP
LEVEL.

REMOVE ALL HOT, COLD AND GAS
PIPING LOCATED UNDER CABINETS
AND CAP ALL PIPING UNDER FLOOR.
REMOVE ALL FAUCETS.

REMOVE EXISTING WASTE AND VENT
PIPING FROM UNDER CABINETS TO
AND INCLUDING NEUTRALIZATION
TANK. CAP WASTE PIPING UNDER
FLOOR IN CEILING SPACE OF FIRST
FLOOR.

REMOVE WATER PIPING, FAUCET,
WASTE, TRAP, VENT ETC FROM UNDER
AND ABOVE CABINETRY. CAP PIPING
UNDER FLOOR IN CEILING SPACE OF
FIRST FLOOR.

REMOVE EXISTING GAS TURRETS AND
VALVES.

EXISTING SINKS AND NEUTRALIZATION
TANKS SHALL REMAIN.

ALL UTILITIES ENTER CABINETS ON
NORTH END.

REMOVE EXISTING WATER AND AIR
TURRETS, BASE AND VALVES.

REMOVE VACUUM BREAKERS AND
RE-DO WATER PIPING TO BE ROUTED
UNDER TABLE.

PATCH HOLES IN COUNTER TOPS
WHERE PIPING HAS BEEN REMOVED
FOR WATER, AIR AND GAS.
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SCALE:  1/8" = 1'-0"
FIRST FLOOR PLUMBING PLAN
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SHEET NOTES:

NEW SINK IN TEACHER ISLAND
CONNECT TO EXISTING HOT, COLD,
WASTE, AND VENT PIPING.

CONNECT NEW SINK TO EXISTING
EXTENDED PLUMBING UTILITIES IE HOT
WATER, COLD WATER, WASTE AND
VENT, UNDER FLOOR.

PIPING DROPS TO TUNNELS BELOW.

RISE UP HOT WATER, COLD WATER,
AND GAS PIPING IN END OF NEW
CABINETS. ROUTE PIPING TO EACH
SINK WITHIN CABINETRY.

ROUTE PIPING UNDER FLOOR IN CUTS
SHOWN ON ARCHITECTURAL PLANS.

PROVIDE WITH AIR ADMITTANCE
STUDOR VALVE.

PROVIDE COUNTER TOP MOUNTED GAS
BASE, TURRET AND VALVE. SEE
SPECIFICATIONS.

PROVIDE GOOSENECK FAUCET AND
WRIST BLADE HANDLES FOR EACH
SINK. SEE SPECIFICATIONS.

ALL NEW WATER AND GAS PIPING
BURIED UNDER THE FLOOR SHALL BE
ENCASED IN SCHEDULE 40 PVC PIPING.

PROVIDE STRAINER AND PRV VALVE IN
HOT AND COLD WATER PIPING
SERVING THE SINKS IN MICRO BIOLOGY
LAB 129. LOCATE IN TUNNEL SPACE.

PROVIDE NEUTRALIZATION TANKS
INSIDE COUNTER AT END OF CABINET
AND UNDER SINKS AS SHOWN.

EXISTING SEWER AND WASTE PIPING.
FIELD VERIFY EXACT LOCATION.

EXISTING GAS PIPING. FIELD VERIFY
EXACT LOCATION.

EXISTING HOT AND COLD CULINARY
WATER PIPING. FIELD VERIFY EXACT
LOCATION.

CONNECT TO EXISTING SEWER AND
WASTE PIPING AT THIS APPROXIMATE
LOCATION. FIELD VERIFY LOCATION OF
NEW TIE-IN.

CONNECT TO EXISTING CULINARY HOT
AND COLD WATER PIPING IN THIS
APPROXIMATE LOCATION. FIELD
VERIFY LOCATION OF NEW TIE-IN.

CONNECT TO EXISTING GAS PIPING IN
THIS APPROXIMATE LOCATION. FIELD
VERIFY LOCATION OF NEW TIE-IN.

NEW GAS PIPING ROUTE IN TUNNEL.
ALL JOINTS SHALL BE WELDED IN
TUNNEL.

NEW COLD WATER PIPING ROUTED IN
CABINET SPACE TO NEW SINKS.

NEW HOT WATER PIPING ROUTED IN
CABINET SPACE TO NEW SINKS.

NEW GAS PIPING ROUTED IN CABINET
SPACE TO NEW TURRETS.

NEW WASTE PIPING ROUTED IN
TUNNEL BELOW.

EXISTING 2-1/2" CULINARY WATER
SUPPLY TO BUILDING. FIELD VERIFY
EXACT LOCATION.

CAP EXISTING WASTE, WATER AND GAS
UNDER FLOOR.

ROUTE NEW 2" WASTE IN CABINET
SPACE TO EXISTING WASTE PIPING.

NEW HOT AND COLD CULINARY WATER
PIPING ROUTED IN TUNNEL. FIELD
VERIFY ROUTING.

ROUTE NEW WASTE PIPING UNDER
FLOOR IN CUT FLOOR PROVIDED BY
ARCHITECT.

ROUTE NEW CULINARY HOT AND COLD
WATER PIPING UNDER FLOOR IN CUT
PROVIDED BY ARCHITECT. ENCASE IN
SCHEDULE 40 PVC.

RISE UP CULINARY HOT AND COLD
WATER PIPING AND RUN IN CABINET TO
NEW SINKS.
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1. LOCATION OF EXISTING PIPING SHOWN ORIGINATED FROM
RECORD DRAWINGS. LOCATIONS MAY VARY FROM THAT SHOWN.
IF CONTRACTOR FINDS PIPING CLOSER AND MORE ACCESSABLE
FOR CONNECTING TO THE NEW SINKS, HE SHALL CONTACT
ENGINEER FOR PERMISSION TO USE THIS PIPING IN LIEU OF THAT
SHOWN. CONTRACTOR SHALL FAMILIARIZE HIMSELF WITH
EXISTING CONDITIONS AND LOCATIONS OF EXISTING PIPING
BEFORE BID.



SCALE:  1/8" = 1'-0"
SECOND FLOOR PLUMBING PLAN
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SHEET NOTES:

PIPING TO BE ROUTED UNDER TABLE IN
BOTTOM ACCESS OF CABINETRY. SEE
DETAIL D5 SHEET ME501.

PROVIDE NEW VACUUM BREAKERS ON
WATER SUPPLY TO SINKS AND
TURRETS.

ROUTE UNDER COUNTER.

EXISTING WATER ABOVE COUNTER
SHALL BE REMOVED.

NEW 3/4"Ø WATER PIPING.

EXISTING WATER PIPING FROM BELOW
FLOOR SHALL REMAIN.

EXISTING COUNTER TOP
PENETRATION.

NEW COUNTER TOP PENETRATION.
CORE DRILLING BY MECHANICAL
CONTRACTOR.

CONNECT TO EXISTING WATER PIPING
AT THIS LOCATION.

EXISTING COMPRESSED AIR AND GAS
PIPING ORIGINATE UNDER THE SINK
CABINET. PUNCH THROUGH EXISTING
WOOD PARTITION AND ROUTE NEW
3/4"Ø PIPING UNDER COUNTER. PATCH
EXISTING OPENINGS IN COUNTER TOP.
TWO PER TABLE.

RELOCATE EXISTING NEUTRALIZATION
TANK NORTH AS SHOWN. CUT NEW 2"Ø
HOLE IN BOTTOM OF EXISTING TROUGH
DRAIN CIW STRAINER. EXTEND NEW
2"Ø ACID RESISTANT PIPING TO
EXISTING RELOCATED TANK. EXTEND
DRAIN LINE FROM NEW RELOCATED
TANK TO EXISTING DROP THROUGH
FLOOR.

CONNECT TO EXISTING WASTE AND
VENT UNDER COUNTER
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FIRST FLOOR MECHANICAL DEMOLITION PLAN

SHEET NOTES:

REMOVE ANY EXISTING RETURN
AND SUPPLY DUCT LOCATED
UNDER STADIUM SEATING.

CAP EXISTING SUPPLY AND
RETURN DUCT PENETRATING
THROUGH FLOOR EXCEPT WHERE
NEW RETURN AND SUPPLY
PENETRATIONS ARE SHOWN ON
SHEET ME101.

REMOVE EXISTING EXHAUST DUCT
TO CADAVER WORK STATION. CAP
DUCT BELOW ROOF.

REMOVE EXISTING CABINET
CONVECTOR AND PIPING. CAP HOT
WATER SUPPLY AND RETURN
UNDER FLOOR. SEE
ARCHITECTURAL FOR FLOOR
PATCHING.

REMOVE ROOF MOUNTED
EXHAUST FAN, DUCTWORK AND
GRILLE. PROVIDE SHEET METAL
COVER OVER EXISTING CURB AND
SEAL AIR AND WATER TIGHT.

EXISTING CONVECTORS SHALL
REMAIN.

EXISTING RETURN AIR FLOOR
GRILLES AT THIS LOCATION SHALL
REMAIN.

REMOVE RETURN AIR FLOOR
GRILLES WHERE GRILLES ARE
LOCATED UNDER COUNTER. HOLES
IN FLOOR SHALL REMAIN OPEN.

REMOVE EXISTING STADIUM
RETURN AIR GRILLES AND
DUCTWORK IF NOT A PLENUM.
OPENINGS IN FLOOR TO TUNNEL
SHALL REMAIN OPEN.
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FIRST FLOOR MECHANICAL PLAN
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SHEET NOTES:

PROVIDE RETURN GRILLES WITH
SOUND BOOT. SEE DETAIL C1/MP501.

PROVIDE A  LOW SIDEWALL EXHAUST
GRILLE PER CADAVER TABLE.
COORDINATE GRILLE LOCATION IN
ACCORDANCE WITH CADAVER TABLE
LOCATION AND SIZE. BOTTOM OF
GRILLE TO BE 12" ABOVE FINISHED
FLOOR. SEE DETAIL A5/MP501.

PROVIDE LINEAR RETURN GRILLES IN
TOE SPACE OF CABINETRY TO RETURN
TUNNEL.

PROVIDE A 22X22 SUPPLY AIR DUCT UP
NEW CHASE TO CEILING. SEE
ARCHITECTURAL PLANS. GENERAL
CONTRACTOR SHALL CUT HOLE IN
EXISTING FLOOR.

CONNECT TO EXISTING GAS METER.
FIELD VERIFY EXACT LOCATION.
CONTRACTOR SHALL VERIFY WITH
QUESTAR GAS TO DETERMINE IF
EXISTING METER WILL HAVE THE
CAPACITY FOR AN ADDITIONAL 274
CFH. PROVIDE NEW METER IF
REQUIRED.

PROVIDE ROOF MOUNTED GAS
SUPPORTS AT 6'-0" ON CENTER. SEE
DETAIL B5/MP501.

GAS CONNECTION TO ROOF MOUNTED
MAKE UP AIR UNIT. SEE DETAIL
A3/MP501.

GAS PIPING DROP.

GAS PIPING RISER FROM METER SHALL
BE ROUTED NEXT TO EXISTING RISER.
SUPPORTED FROM WALL AT 6'-0" ON
CENTER. PAINT SAME COLOR AS
EXISTING RISER.

MOUNT MAKE-UP AIR UNIT OVER
STRUCTURAL AND SUPPORT WALLS.
MOUNT ON NEW INSULATED ROOF
CURB.

EXHAUST DUCT LOCATED IN CEILING
SHALL BE WRAPPED.

CONNECT NEW 1"Ø HWS TO EXISTING
2"Ø HWS UNDER FLOOR IN TUNNEL.
RISE UP IN NEW CHASE AND ROUTE TO
RE-HEAT COIL IN FAN POWERED BOX.
FIELD VERIFY EXISTING PIPING BOTH
FOR SIZE AND LOCATION. SEE UNDER
FLOOR PIPING PLAN SHEET ME102.

CONNECT NEW 1"Ø HWR TO EXISTING
1-1/4" HWR UNDER FLOOR IN TUNNEL.
RISE UP IN NEW CHASE AND ROUTE TO
RE-HEAT COIL IN FAN POWERED BOX.
FIELD VERIFY EXISTING PIPING BOTH
FOR SIZE AND LOCATION. SEE UNDER
FLOOR PIPING PLAN SHEET ME102.

CONNECT NEW 1"Ø HWS TO EXISTING
1-1/4"Ø HWS UNDER FLOOR IN TUNNEL.
RISE UP IN NEW CHASE AND ROUTE TO
RE-HEAT COIL IN FAN POWERED BOX.
FIELD VERIFY EXISTING PIPING BOTH
FOR SIZE AND LOCATION. SEE UNDER
FLOOR PIPING PLAN SHEET ME102.

CONNECT NEW 1"Ø HWR TO EXISTING
2" HWR UNDER FLOOR IN TUNNEL. RISE
UP IN NEW CHASE AND ROUTE TO
RE-HEAT COIL IN FAN POWERED BOX.
FIELD VERIFY EXISTING PIPING BOTH
FOR SIZE AND LOCATION.SEE UNDER
FLOOR PIPING PLAN SHEET ME102.

SEE DETAIL A1/MP501 FOR COIL PIPING
DETAIL.

EXHAUST FAN ROOF MOUNTED. SEE
DETAIL C5/MP501.

CADAVER LAB EXHAUST FAN SHALL BE
INTERLOCKED WITH MAKE-UP AIR UNIT.
EXHAUST FAN SHALL OPERATE
WHENEVER THE MAKE-UP AIR UNIT IS
ON. EXHAUST FAN SHALL BE OFF WHEN
MAKE UP AIR UNIT IS OFF.
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SCALE:  1/8" = 1'-0"
FIRST FLOOR MECHANICAL PIPING PLAN
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SHEET NOTES:

EXISTING HWS AND HWR FROM
EQUIPMENT ROOM ROUTED IN TUNNEL.

EXISTING HWR IN TUNNEL.

EXISTING HWS IN TUNNEL.

NEW 1" HWS AND 1" HWR RISE IN NEW
SHAFT TO NEW REHEAT COILS
LOCATED IN FAN POWERED BOXES.

CONNECT NEW 1" HWS TO EXISTING
HWS IN THIS LOCATION. FIELD VERIFY
LOCATION OF TIE-IN.

NEW 1" HWS IN TUNNEL.

CONNECT NEW 1" HWR TO EXISTING
HWR IN THIS LOCATION. FIELD VERIFY
LOCATION OF TIE-IN.

CAP EXISTING HWS AND HWR IN THIS
LOCATION.

EXISTING HWS AND HWR SHALL
REMAIN.

REMOVE ALL HWS AND HWR PIPING,
VALVES, RISERS ETC.

PROVIDE 2'-0" EXPANSION SWING JOINT
AT EACH NEW HWS AND HWR
CONNECTION TO RISERS.

3-WAY CONTROL VALVE.

2-WAY CONTROL VALVE.
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ROOM 204 PIPING SECTION
SCALE: NONED5

111

5

96 6
4

3

8

2
7

7

10 10

SHEET NOTES:

EXISTING LAB TABLES.

NEW 3/4" COLD WATER ROUTED IN VOID SPACE BETWEEN COUNTERS. SOURCE
OF WATER SHALL BE THE SAME AS EXISTING, ORIGINATING UNDER THE NORTH
SINK.

NEW 3/4" GAS PIPING, ROUTED IN VOID SPACE BETWEEN COUNTERS. SOURCE OF
GAS PIPING SHALL BE THE SAME AS EXISTING, ORIGINATING UNDER THE NORTH
SINK.

NEW 3/4" COMPRESSED AIR PIPING, ROUTED IN VOID SPACE BETWEEN
COUNTERS. SOURCE OF AIR PIPING SHALL BE THE SAME AS EXISTING,
ORIGINATING UNDER THE NORTH SINK.

NEW AIR, GAS AND WATER TURRETS. INSTALLED ON TOP OF EXISTING COUNTER
TOPS. SEE PLAN VIEW THIS SHEET FOR LOCATIONS AND QUANTITY.

DRILL HOLES IN EXISTING COUNTER TOPS.

ROUTE PIPING IN BACK OF EVERY CABINET ON BOTH SIDES. SEE PLAN VIEW THIS
SHEET. KEEP AS FAR BACK AS POSSIBLE.

EXISTING CENTER SUPPORTS

EXISTING 6" WIDE CENTER TROUGH.

EXISTING COUNTER TOPS SHALL REMAIN.
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CADAVER AREA EXHAUST DETAIL
SCALE: NONEA5

6"
 V

E
R

TI
C

A
L

GAS SUPPLY
(2 lb.)

GROUND
JOINT
UNION

MANUAL MAIN
SHUT-OFF VALVE

2 lb. TO 4 oz. GAS
PRESSURE REGULATOR

EQUIPMENT
CONNECTION

FLEXIBLE GAS
CONNECTOR
18" MAX.

DRIP LEG

A4 GAS LINE CONNECTION DETAIL
SCALE: NONE

BACKDRAFT
DAMPER

DUCT TRANSITION FROM
CEILING GRILLE SIZE TO
DAMPER SIZE.

SEAL

RUN FLASHING UP
UNDER FAN BASE

SEAL

ANCHOR FAN TO CURB

EXHAUST FAN

BIRD SCREEN

ROOF CURB

MEMBRANE ROOFING
COORDINATE WITH
EXISTING ROOFER TO
MAINTAIN WARRANTEE.

C5 ROOF MOUNTED EXHAUST FAN DETAIL
SCALE: NONE

2427 thru 36
37 thru 50 22

9 thru 14
15 thru 26

3 thru 8
28
26

28

202222
20 20 18

26
24

28
26
24

28
24
22

24

LOW PRESSURE ROUND
DUCT CONSTRUCTION DETAIL
SCALE: NONEC3

LOW PRESSURE ROUND DUCT
CONSTRUCTION SCHEDULE

DUCT
DIAMETER
IN INCHES

MAXIMUM 2" W.G.
STATIC POSITIVE

MAXIMUM 2" W.G.
STATIC NEGATIVE

SPIRAL
SEAM GAUGE

LONGITUDINAL
SEAM GAUGE

SPIRAL
SEAM GAUGE

LONGITUDINAL
SEAM GAUGE

UP THRU 12
13 - 18
19 - 30
31 - 36

2424124 1"X1"X1/8" @ 60 IN 24
1"X1"X1/8" @ 60 IN22 1 - - 22 22

BAR SLIP

24
26 NONE REQUIRED

NONE REQUIRED 1
1

24
-

26

S SLIP
PLAIN

24
26

24
24

HEMMED
S SLIP

ALTER'NT
BAR SLIP

TRANSVERSE REINFORCING (1)

DRIVE
SLIP

H

AT JOINTS

REIN-

24
24

FORCED

H

MINIMUM
REINFORCING
ANGLE SIZE
AND MAXIMUM
LONGITUDINAL
SPACING
BETWEEN
TRANSVERSE
JOINTS &/OR
INTERMEDIATE
REINFORCING

DIMENSION
OF
LONGEST
SIDE,
INCHES

SHEET
METAL
GAGE
(ALL
FOUR
SIDES)

MIN.
H.
IN.

RECOM-
MENDED
GAGE

RECOM-
MENDED
GAGE

RECOM-
MENDED
GAGE

RECOM-
MENDED
GAGE

1. TRANSVERSE REINFORCING SIZE IS DETERMINED BY
    DIMENSION OF SIDE TO WHICH ANGLE IS APPLIED.

DUCT CONSTRUCTION DETAIL
SCALE: NONEB3

FAN POWERED BOX
(W/ RE-HEAT COIL) DETAIL

RETURN AIR INLET SOUND
ATTENUATOR - OPEN TO
CEILING PLENUM FOR USE
WHEN PRIMARY FAN IS OFF.

SCALE: NONEA1

NOTE:

PROVIDE DRAIN PAN UNDER
ALL BOXES, ROUTE DRAIN
PIPING TO NEAREST DRAIN.

AUTO TWO WAY
VALVE FURNISHED
BY ATC CONTRACTOR
AND INSTALLED BY
MECHANICAL
CONTRACTOR.

FLEX CONNECTOR

BLOWER SECTION

BLOWER ACCESS PANELS ON TOP BOTTOM
AND BOTH SIDES

SUPPORT FROM STRUCTURE.
LOCATE HANGERS TO MAINTAIN
SERVICE ACCESS AT BOX.
(TYPICAL) SEE SPECIFICATIONS

SOUND SHALL NOT HAVE A
DIRECT PATH TO PLENUM

PROVIDE HANGER STRAP TO
STABILIZE AND BALANCE BOOT.
CONNECT TO EXISTING OVERHEAD
STRUCTURE.

RETURN AIR BOOT DETAIL
SCALE: NONEC1

CEILINGRETURN GRILLE

16x22 RETURN AIR BOOT
W/ 1" LINER

TYPICAL TABLE TOP PIPING PLAN VIEW FOR CHEMISTRY LAB 204
SCALE: 1/2" = 1'-0"D1

EXPOSED PIPE SHALL BE PAINTED
BLACK EPOXY PAINT OR COLOR TO MATCH
OWNER'S SCHEMES. NO BARE PIPE
SHALL BE EXPOSED TO THE WEATHER.

PROVIDE SUPPORTS AT 8'-0" O/C FOR
1-1/4" PIPE OR LARGER AND 6'-0" O/C
FOR 1" OR SMALLER PIPE.

ROOF PIPING SUPPORT DETAIL

REMOVE ALL DEBRIS FROM
UNDER SUPPORT BASE

SCALE: NONEB5

RISE OFF MAIN FOR EXPANSION

BRANCH TO EQUIPMENT

CLAMP PIPE AT EACH SUPPORT

800
EG-1

800
EG-1

800
EG-1

800
EG-1

12x24 12x24

WRAPPED DUCT
INSULATION

24x12 24x12

CEILING SPACE

EXHAUST GRILLES TO
BE MOUNTED IN FACE
OF NEW WALL

DUCTWORK RISERS AND
CONNECTIONS SHALL BE
INSTALLED WITHIN NEW
DUCT CHASE.

SPACE EXHAUST GRILLES
TO MATCH CADAVER TABLE
LAYOUT TYPICAL OF 4
LOCATIONS.

PROVIDE UNION EVERY 40'
AND COUPLINGS AT PIPE LENGTHS

30x14

LOOKING NORTH

3'-0"

2'-2" 6"
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SHEET NOTES:

3/4"Ø WATER ROUTED UNDER EXISTING COUNTER. SEE SECTION D5 THIS SHEET.

3/4"Ø AIR ROUTED UNDER EXISTING COUNTER. LOCATE ABOVE GAS PIPING. SEE
SECTION D5 THIS SHEET.

3/4"Ø GAS ROUTED UNDER EXISTING COUNTER. LOCATE BELOW AIR PIPING. SEE
SECTION D5 THIS SHEET.

DRILL THROUGH EXISTING COUNTER TOP. PROVIDE COUNTER MOUNTED
TURRETS AND SERRATED VALVES FOR WATER, GAS, AND COMPRESSED AIR.

EXISTING WATER PROJECTION ABOVE TOP OF CABINET. PROVIDE NEW VACUUM
BREAKER AND PROVIDE NEW PIPING BACK TO UNDER COUNTER. SEE DETAIL
SHEET PE101.
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SHEET NOTES:

CONNECT TO EXISTING AIR AND GAS PIPING UNDER COUNTER. PLUG HOLES IN
COUNTER TOP WHERE EXISTING PIPING IS REMOVED.

EXISTING SINKS.

EXISTING WORK COUNTERTOP.

DRAWERS.

OPEN CLOSET IN CABINET.

LEG SPACE UNDER CABINET.
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SCREW SHEET METAL STRAPS
TO DUCT TOP AND BOTTOM. TWO
PLACES BOTH SIDES OF BOOT.

R-1 3'-0"

6"

RE-HEAT COIL SECTION

DUCT WRAP

SUPPLY AIR (HEATING AND COOLING)
FROM TRENCH UNDER FLOOR.

FLEX CONNECTION

LOW PRESSURE SUPPLY
AIR DUCT

HWR

HWS

NO

STRAINER W/
BLOW DOWN VALVE.

DRAIN VALVE CONSISTING
OF TEE, BALL VALVE WITH
HOSE END. (TYP.)

PRESSURE GAUGE W/
GAUGE COCK.

THERMOMETER
(TYP.)

HIGH POINT VENT CONSISTING
OF TEE, BALL VALVE AND VENT

VENTURI BALANCING VALVE

AUTO THREE WAY
VALVE FURNISHED
BY ATC CONTRACTOR
AND INSTALLED BY
MECHANICAL
CONTRACTOR.

HWR

HWS
BALL VALVE STRAINER W/
BLOW DOWN VALVE.

DRAIN VALVE CONSISTING
OF TEE, BALL VALVE WITH
HOSE END. (TYP.)

PRESSURE GAUGE W/
GAUGE COCK AND SNUBBER

THERMOMETER
(TYP.)

HIGH POINT VENT CONSISTING
OF TEE, BALL VALVE AND VENT

VENTURI BALANCING VALVE

HWS AND HWR FROM PIPING
IN TUNNEL UNDER FLOOR

HWS AND HWR FROM PIPING
IN TUNNEL UNDER FLOOR
LOCATED IN NEW CHASE.

BALL VALVE TYP.
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